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SHEET KEYNOTES

1 PROVIDE CONNECTIONS TO NEW ROLLING GATE

ELECTRICAL OPERATOR.

2 NEW GATE ACCESS CARD READER.

3 NEW VEHICLE DETECTION LOOPS. REFER TO 2/C03.

4 RUN (1) 1" C. FOR POWER TO GATE OPERATOR & (1) 1"

C. FOR GATE CONTROL.

5 12X16X8" HANDHOLE.

6 RUN (1) 1" C. FOR POWER & (1) 1" C. FOR

SECURITY/ACCESS CABLING.

7 ROUTE CONDUITS ABOVE EXISTING SUSPENDED

CEILING IN FINISHED OFFICE SPACES.

8 EXISTING SECURITY/ACCESS EQUIPMENT.

9 ROUTE CONDUITS UP EXTERIOR WALL & PENETRATE

TO BUILDING INTERIOR WITH 'LB' TYPE CONDUIT

BODIES BELOW BUILDING EAVES. PAINT CONDUITS TO

MATCH EXISTING BUILDING EXTERIOR.

0 10' 20'

SCALE: 1"=10'-0"

1 ENLARGED JUSTICE CENTER SITE PLAN - ELECTRICAL
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NICHOLAS RICH

2015-0483



2

3

3

3

5

5

1

1

3

4

6

EXISTING PANEL 'S' (SHOP)

J

7

SHEET KEYNOTES

1 PROVIDE CONNECTIONS TO NEW ROLLING GATE

ELECTRICAL OPERATOR.

2 NEW GATE ACCESS CARD READER.

3 NEW VEHICLE DETECTION LOOPS. REFER TO 2/C03.

4 RUN (1) 1" C. FOR POWER TO GATE OPERATOR & (1) 1"

C. FOR GATE CONTROL.

5 12X16X8" HANDHOLE.

6 RUN (1) 1" C. FOR POWER & (1) 1" C. FOR

SECURITY/ACCESS CABLING.

7 SHOP PANEL 'S': 50A LOAD CENTER. PROVIDE NEW

25A/1P C.B. AND CONNECT FOR POWER TO NEW

MOTORIZED GATE.

0 10' 20'

SCALE: 1"=10'-0"

1 ENLARGED STORAGE YARD SITE PLAN - ELECTRICAL
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